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NOTE: METER BOX TO BE FURNISHED AND INSTALLED BY UTILITY
CONTRACTOR.
WATER LINES 4" AND SMALLER IN DIAMETER.

SERVICE SADDLES SHALL ALSO BE USED ON 6" AND LARGER
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STREET RIGHT-OF-WAY

18" MIN
24" MAX.

PROVIDE "57
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SLOPE TOP OF
CONC. TO PROVIDE

OR AS NOTED ON PLANS

FIRE HYDRANT, PUMPER NOZZLE TO
BE PERPENDICULAR TO STREET

ELEVATION AS

NOTE:

HYDRANT TO BE PLUMB., IF ADJUSTMENT

IS NECESSARY AFTER PRESSURE TEST,

RETESTING MAY BE REQUIRED BY GUC.

VALVE BOX SHALL NOT BE INSTALLED
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SHOWN ON PLAN IN CURB & GUTTER.
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PVC WATER MAINS WHICH DO NOT MEET THE REQUIREMENTS SERVICE SADDLE THREADED DRAINAGE FROM — g , :
OF AWWA C-800, CLASS 150. HYD. DRAIN. 6" PIPE
MINIMUM COVER OVER SERVICE LINE SHALL BE 24" 2" BALL STOP s :
METER INSTALLED BY GREENVILLE UTILITIES 2" BRASS NIPPLE 7§L: A -
UPON APPLICATION AND PAYMENT OF FEES. THREADED ~|—~,l]
WATER MAIN UNFORMED CONC Y —~ =
AND ACCEPTANCE OF SYSTEM. . —|
< <§§//EH ,\’\”ﬁlzuﬁ 6" GATE VALVE
NO. | DATE DESCRIPTION o N NO. | DATE DESCRIPTION NO. | DATE DESCRIPTION
1" WATER SERVICE DETAIL FOR GREENVILLE UTILITIES = Jesth TYPICAL 1-1/2" AND 2 GREENVILLE UTILITIES FIRE HYDRANT INSTALLATION GREENVILLE UTILITIES
AREAS WITH CURB AND GUTTER GREENVILLE, N.C. WATER SERVICE CONNECTION GREENVILLE, N.C. (FOR AREAS WITH CURB AND GUTTER) GREENVILLE, N.C.
SHEET [DWG. NO. W-1 DWG N. WOOTEN WATER RESOURCES ENGINEERING L 4 SHEET |DWG.NO.W-3 DWG N. WOOTEN WATER RESOURCES ENGINEERING SHEET |DWG. NO. w-4 DWG N. WOOTEN WATER RESOURCES ENGINEERING L, b
il i Greenville
LOGF 1 |DATE  3-12-99 APP H. COREY GREENVILLE, N.C. Greenvil LoF 1 |DATE  3-12-89 APP H.COREY GREENVILLE, N.C. Greenville 1oF 1 |DATE 3-12-99 APP H. COREY GREENVILLE, N.C. e
PIPE MIN.
VALVE BOX DIA. FULL PIPE
{IN.) LENGTHS
/—cmns
il - :
= 2" CLEAR —IE=IT=N=11= ¢ VALVE 8" 3
| ane VA==l v
. 1L | GRASSED ARE 3
T ( ﬂ — PAVED ARE | 12" q
o GROUT
: m N FIRE HYDRANT ——m— o]
— ( - = — %'%:1 - h:ﬁ (SEE TYP. HYD. DETAIL)
g (A — N '
J| Gteraieiive ) {E NSRRIy = I 24" PRECAST CONC. COLLAR pail.LLL S N O s %%%%
=M= i g o e I i NOTE:
A== —]| |:L|_]::| M o } N
== == bt SEE DETAIL PLACE CONC.BLOCKING SUCH THAT IT WILL
- — | —7 | — Aty MINIMUN 3000 P.S.I NOT INTERFERE WITH REMOVAL OF BOLTS.
| =ll= == — VALVE BOX EXTENSION (IF REQUIRED) CONCRETE =
—“I ” ” |H:|” IN ACCORDANCE WITH MANUAL NO SERVICE CAN BE INSTALLED ON THE MAIN 8" PIPE———w
— = == BETWEEN THE INLINE GATE VALVE AND THE
|||ﬁ ||__|mu_||:-_- 36" LOCKED HYDRANT TEE.
= —I| = I
=TI == VALVE BOX BOTTOM DETAIL
BOTTOM IN ACCORDANCE WITH NANUAL
PRECAST CONCRETE COLLAR GATE VALVE PLUG (N.J.)
”__ —~=——VALVE 6" GATE VALVE —=
Bl - ’ LOCKED HYD. TEE
o q
:”_|EHI NOTE: q 1 8 (3 E)
= VALVE BOX SHALL NOT BE INSTALLED a
IN CURB AND GUTTER. —
VALVE BOX SHALL BE IN ACCORDANCE
WITH MANUAL. OBTAIN MININUM FULL PIPE LENGTHS FROM TABLE
VALVE BOX SHALL BE CENTERED AND CONC. BLOCKING
PLUMBED OVER VALVE.
NO. | DATE DESCRIPTION GREENVILLE UTILITIES NO. | DATE DESCRIPTION GREENVILLE UTILITIES NO. | DATE DESCRIPTION

VALVE BOX DETAIL
FOR VALVES 12" AND LARGER

GREENVILLE UTILITIES
GREENVILLE, N.C.

VALVE BOX DETAIL

FOR VALVES SMALLER THAN 12"

GREENVILLE, N.C.

TERMINATION OF 6" - 12" WATER MAIN

GREENVILLE, N.C.

SHEET |DWG.NO. W-8 DWG N. WOOTEN]  WATER RESOURCES ENGINEERING h¢ SHEET  |DWG.NOC. W-7 DWG N. WOOTEN|  WATER RESOURCES ENGINEERING ! SHEET |DWG.No. ¥W-8 DWG N. WOOTEN]  WATER RESOURCES ENGINEERING
i e e
1OF 1 |DATE 3-12-99 APP H.COREY GREENVILLE, N.C. GU’?,}?,Q}Z;"’ 1 OF 1 |DATE 3-12-99 APP H.COREY GREENVILLE, N.C. G[/}eﬁ%se 1 OF 1 |DATE 3-12-99 APP H.COREY GREENVILLE, N.C. G[z;i,t)igss
1. START 0-00 FROM ALL IN-LINE VALVES
RESULTANT THRUST AT FITTING AT 180 PSI WATER PRESSURE TYPES OF THRUST BLOCKING ® \\ FOR MEASUREMENTS OF SERVICES ETC.
LENGTH OF RESTRAINED PIPE LENGTH OF RESTRAINED PIPE =3 \ 2. MANHOLES ETC.,NAY BE USED AS ZERO o
PER SECTION 3.4.6.9.1 % STATION UNDER CERT [ 5]
.4.6.9. g A ONDITIONS.
TOTAL FOUNDS PER SECTION 3.4.6.0.1 \ a2\ \ ' AN CON S @
o cenn | sor o lozne e \ o 3. IDENTIFY EACH LOT & BLOCK NUMBER. =
4. MEASUREMENTS FOR ENDS OF SERVICES Z
DIA; END | BEND | BEND | REND |} BEND SRVICE \ SHALL BE FROM CENTERLINE OF MAIN.
£ E700 | 9800 2108 1 1500 =22 N.J. 48° BEND (DIP) ONE JOINT OF DIP ‘"\Agﬁ“ = 6. DIMENSION ALL VALVES FRON TWO 3
e | 5800 | 8000 4300 | 2200 | 1100 :Ev'l':é:““"“'- RESTRAINT \\ \ " FIXED VISIBLE OBJECTS, P
40 =
a8" 9,700 | 13.600 7,400 | 3,800 1,800 M.J. 45° BEND (DIP} 25- iy 6. INDICATE IF TRACING TAPE IS INSTALLED. <
- ¥/ MECHANICAL RESTRAINT @ 7. ALL SERVICES ARE 1" (TYPICAL). INDICATE =
10 14,500 | 20,500 | 11100 | 5700 | 2.800 DEVICE \ y ! METER BOXES INSTALLED AND TUBING MATERIAL. o
12~ 20,500 | 28,000 15,700 8,000 4,000 2 8. SHOW RIGHT-OF-WAY & PAVEMENT WIDTH. =
14~ | 27600 | 38,006 | 21100 | 11,000 | 5.400 o ® 9. DRAWINGS SHALL BE SAME SCALE AS THE 5
£ 2:25, 0 CONSTRUCTION PLAN. =
16~ | a3s.700 | so.s00 | 27300 | 14000 | v.000 STORM DRAIN XN A
(%]
18" 44,800 | 63,400 | 34400 | 17,500 8,800 = w ® ©
12" MIN.
20" | 85000 | 7000 | 42100 | 21,500 | 10,800 E ';’ &
> <
24" 78500 | 110,000 | 80,000 | 31,8600 | 15.400 g u | -
a « ot @
30" {120,800 |170,600 | 92300 [ 47100 | 23.600 i 8 g |
a -0
age  |172,800 [244,400 |132300 | 67.500 | 33.800 M.J. 48° BEND DIP) e Z 5 0-00
W/ MECHANICAL RESTRAINT DEVICE v ! £ 98 /’_I: R T | |
P 233,300 {330,000 178,600 91,000 45,700 OR CONCRETE THRUST BLOCKING DIF—/ i :8 —_ - I
- =}
48" |304,000 | 430,000 [232.700 |18,600 | 59,600 \ A &z & pvc—
54" |384,100 | 543,200 [204,000 |149,000 | 75,300 M.l. 45* BEND (DIP? |
NOTES: W/ MECHANICAL RESTRAINT DEVICE _— o _
8 TYPICAL E—
1. THRU LINE CONNECTION, TEE PLACE CONC. BLOCKING SUCH THAT IT WILL OR CONCRETE THRUST BLOCKING o X 6" X 8 TTE V. |
solL BEARING LOAD 2. THRU LINE CONNECTION, TEE NOT INTERFERE WITH REMOVAL OF BOLTS. — T
(LB./5q. F1. POLYWRAP SHALL BE USED TG COVER FITTINGS AND BOLTS. CROSS USED AS TEE ' | o
TO DETERMINE THE SIZE OF A CONCRETE THRUST BLOCK, DIVIDE THE TOTAL FORCE BY 3. DIRECTION CHARGE, ELBOW PIPE DIAMETER GREATER THAN 12~ 2
:::TK Ly 1003 THE BEARING VALUES OF THE SOIL. THE QUOTIENT WILL BE THE SIZE OF THE BEARING 4 CHANGE LINE SIZE, REDUCER SEE GUC ENGINEERING DEPT. © | :
SILT 1:500 :$§£5 00:‘ ;‘;:E I:SUE;TBEII.JOCI: !rNABSngl_IARE FEET. APPROXINATE VALUES FOR VARIDUS 8. DIRECTION CHANGE, TEE USED PIPE LENGTHS SHALL BE AS REQUIRED E
SANDY SILT 3.000 AS ELBOW TO CONSTRUCT CROSSING. |
SAND 4.000 NO RESPONSIBILITY CAN BE ASSUMED FOR THE ACCURACY OF THE DATA IN THIS TABLE 6. DIRECTION CHANGE, CROSS USED
SANDY CLAY 6,000 DUE TO THE WIDE VARIATION OF BEARING LOAD CAPABILITIES FOR EACH SOIL TYPE. AS ELBOW ALL JOINTS TO BE RESTRAINED
HARD CLAY 9,000 7. DIRECTION CHANGE IN ACCORDANCE WITH MANUAL. ® ® @ ()] @ @
NO. | DATE DESCRIPTION e v NO. | DATE DESCRIPTION
GREENVILLE UTILITIES GREENVILLE UTILITIES L | TYPICAL WATER SYSTEM GREENVILLE UTILITIES NO. | DATE DESCRIPTION
THRUST BLOCKING DETAIL WATER MAIN AND STORM DRAIN CROSSING } ‘
GREENVILLE, N.C. GREENVILLE, N.C. ) AS-BUILT GREENVILLE, N.C.
SHEET DWG. NO. W-12 DWG N. WOOTEN WATER RESOURCES ENGINEERING | SHEET DWG. NO. ¥-14 DWG N. WOOTEN WATER RESOURCES ENGINEERING L’A‘ SHEET DWG.NO. W-18 DWG N. WOOTEN WATER RESOURCES ENGINEERING
Greenville Graanville i
1 OF 1 DATE 3-12-99 APP H.COREY GREENVILLE, N.C. Utiities 10F 1 DATE 3-12-99 APP H. COREY GREENVILLE, N.C. Utilities 1 OF 1 DATE 3-12-98  |APP H.COREY GREENVILLE, N.C. G[jet%;glle

UTILITY CONSTRUCTION

WATER DETAILS
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